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DTE Energy· , 
EXEClJTJVE SUMMARY 

DTE Energy's Environmental Management and Resources (EM&R) Field Services Group, 
perfonned emissions testing on four (4) 3,600 Brake-HP diesel engines located at the Placid 
Substation in darkston, Michigan. The fieldwork, performed on July 9-13, 2018 was conducted 
to satisfy requirements of 40CFR Part 63 Subpart ll2Z.. Emission tests were performed on Units 
12-1 to 12-5 for carbon monoxide (CO) destruction efficiency. 

The results of the emissions testing are highlighted below: 

CO Emissions Test Results 
Placid Substation 
July 9-13, 2018 
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7-9-18 12-1 81.3 

7-10-18 12-2 81.1 

7-13-18 12-3 79.4 

7-12-18 12-4 83.3 

7-11-18 12-5 80.3 

Subpart uzz. Limit: Limit the concentration of co in the stationary RICE exhaust to 23 
ppmvd or less at 15% 02; or Reduce co emissions by 70% or more 

iii 



DTE Energy· , 
3.0 SAMPLING AND ANALYTICAL PROCEDURES 

DTE Energy obtained emissions measurements in accordance with procedures specified in the 
USEPA Standards of Performance for New Stationary Sources. The sampling and analytical 
methods used in the testing program are indicated in the table below: 

USEPA Method 3A 

USEPA Method 10 

Oxygen 

Carbon Monoxide 

Instrumental Analyzer Method 

NDIR Instrumental Analyzer 
Method 

3.1 OXYGEN AND CARBON MONOXIDE (USEPA METHODS 3AAND 10) 

3.1.1 Sampling Method 
Oxygen {02) emissions were evaluated using USEPA Method 3A, "Gas Analysis for 
Carbon Dioxide, Oxygen, Excess Air, and Dry Molecular Weight (Instrumental Analyzer 
Method)" . The 02 analyzer utilizes a paramagnetic sensor. 

Carbon monoxide (CO) emissions were evaluated using USEPA Method 10, 
"Determination of Carbon Monoxide Emissions from Stationary Sources". The CO 
analyzer utilizes a NDIR detector. 

3.1.2 02and CO Sampling Train 

The EPA Methods 3A and 10 sampling systems at the inlet and outlet (Figure 2) 
consisted of the following components: 

(1) Single-point stainless steel sampling probe with a cintered filter. 
(2) Heated PTFE™ sampling line. 
(3) Universal® and MAK® gas conditioners with a particulate filter. 
(4) Flexible unheated PTFE sampling line. 
(5) Servomex 1400 Oi/C02 gas analyzer and TECO 48i NDIR CO gas analyzer. 
(6) USEPA Protocol 1 calibration gases. 
(7) Data Acquisition System. 
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6.0 CEIITIRCATION STATEMENT 

"I certify that I believe the information provided in this document is true, accurate, and 

complete. Results of testing are based on the good faith application of sound professional 
judgment, using techniques, factors, or standards approved by the Local, State, or Federal 

Governing body, or generally accepted in the trade." 

Mark Grigereit,Wf 

This report prepared by: _~ __ ,_/\----'i-+~----------
Mr. Mark Grifreit, QSTI 
Principal Engineer, Field Services Group 
Environmental Management and Resources 

DTE Energy Corporate Services, LLC 

This report reviewed by: --_-,-;-;,--'-~--''J,,._lgJv-""'-+.fl------ -----
Mr. Thom~ 
Environmental Specialist, Field Services Group 
Environmental Management and Resources 
DTE Energy Corporate Services, LLC 
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RESULTS TABLES 
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Run-1 8:52-9:52 2.6 

Run- 2 10:07-11:07 2.6 
Run-3 11:21-12:21 2.6 

Avg: 2.6 

TABLE NO. 2 

CARBON MONOXIDE (CO) EMISSION TESTING RESULTS 
Unit 12"2 Placid Substation 

July 10, 2018 

651 0.004 11.3 11.3 202.0 
678 0.003 11.3 11.3 200.9 
708 0.004 11.2 1LJ. 207.7 
679 0.004 11.3 11.3 203.5 

( 
38.1 81.1 
38.3 80.9 

~ ll.12. 
38.5 81.1 

''.' Corrected for analyzer drift per US EPA method 7E 
40CFR Part 63 Subpart ZZZZ Limit: 70% DE 

------ - -·- ---------- - ----- - - - - -----·------ - - ---···-··-- ·--- -- -



Run -1 8:37-9:37 2.6 
Run - 2 9:53-10:53 2.6 
Run-3 11:08-12:08 2.6 

Avg: 2.6 

TABLE NO. 4 
CARBON MONOXIDE {CO.} EMISSION TESTING RESULTS 

Unit 12-4 Placid Substation 
July 12, 2018 

703 0.004 11.3 11.3 208.2 
734 0.005 11.3 11.3 217.5 
740 0.005 11.3 11.3 214.6 
726 0.005 11.3 11.3 213.4 

1'1 Corrected for analyzer drift per USEPA method 7E 

40CFR Part 63 Subpart 2222 limit: 70% DE 

( 
35.3 83.0 
36.5 83,2 

~ 83.6 
35.7 83.3 
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S.S. Probe 
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Figure 2 - EPA Methods 3A/10 
Placid Substation Diesel Generator 

July 9-13, 2018 
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STATE OF MICHIGAN 

DEPARTMENT OF ENVIRONMENT AL QUALllY 

LANSING 

RICK SNYDER 
GOVERNOR 

Ms. Stefanie Zanke 
DTE Energy Corporate Services 
EMR 
655 General Offices 
2000 2nd Avenue 
Detroit, Michigan 48226 

Dear Ms. Zanke: 

May 1, 2018 

C. HEIDI GRETHER 
DIRECTOR 

SUBJECT: Diesel Engine Generator, Carbon Monoxide Catalyst Destruction Efficiency 
Testing, SRN: B2795, 82796, B2802, B2803, 82804, 82807 

The Department of Environmental Quality (DEQ), Air Quality Division has reviewed the 
protocol for destruction efficiency testing of carbon monoxide (CO) catalysts installed on 
diesel engine generators at six DTE Energy locations. Testing will be performed to show 
compliance with the requirements of 40CFR Part 63 Subpart ZZZZ. 

Testing will be performed at the following facilities: 

SRN Site Citl ' Test date engines 

82803 ,Placid Clarkston July 9-13, 2018 DG11-1 through 11-5 
82802 Oliver Pigeon July 16-20, 2018 DG11-1 through 11 -5 
"82807 Putnam Mayville August 13-17 2018 DG11-1 through 11.-5 
82795 Colfax Fowlerville Oct 1-5, 2018 DG11-1 through 11-5 
B2796 St. Clair East China Twp Nov 13-14, 2018 DG12-1 & DG12-2 

82804 Wilmot Kingston Twp Nov 26-30, 2018 DG11-1 through DG11-5 

The inlet and outlet of the catalysts will be tested in accordance with 40 CFR Part 60 
Appendix A , Methods 3A and 10. Sample points will be selected in accordance with 
Subpart ZZZZ Table 4. Destruction efficiency will be calculated-on the basis of CO ppm 
corrected to 15% oxygen 

The following process data will be recorded during testing and included in the report: 
• Engine load in megawatts 
• Catalyst inlet temperature 
• Pressure drop across the catalyst 
• Crank case vacuum 
• Fuel use 

The test report will include: 
• the analyzer calibration error, system bias, zero and calibration drift data, 1:minute 

and run averages, all in a tabular format 
• The process data listed above. 

All abort~ or failed runs must be included in the report. 

CONSTITUTION HALL• 525 WEST ALLEGAN STREET• P.O. BOX 30473 •LANSING. MICHIGAN 48909-7973 
www.mlchlgan.gov/deq • (800) 662-9278 



April 24, 2018 

Ms. Karen Kajiya-Mills 
Toxics & Compliance Support Section 
Michigan Department of Environmental Quality 
Air Quality Division 
Constitution Hall, 525 W. Allegan St. 
Lansing, Ml 48933 

DTE Energy• , 

Subject: Test Plan for 40 CFR Part 63 NESHAP Subpart Zl.ZZ RICE MACT 
compliance emissions testing of six peaker sites in Michigan. 

Dear Ms. Kajiya-Mills: 

The Environmental Management & Resources (EMR) Field Services Group of DTE Energy 
Corporate Servkes, LLC (DECS), is pleased to provide the following Test Plan for 
compliance emissions testing of six DTE Electric peaking sites as required by 40 CFR Part 
53 Subpart UI1. MACT standards and site specific ROP's. The six locations to be tested 
ar.e Oliver, Placid, Put nam, Colfax, Wilmot, and St. Clair: Each site employs five 3600 
Horse Power diesel engines with the exception of St. Clair (two engines). EMR will test 
for carbon monoxide (CO) destruction efficiency on all 27 sources. The purpose of this 
document is to provide the required testing information and to notify the Michigan 
Department of Environmental Quality (MDEQ) of the upcoming testing. 

DTE Energy Corporate Services, LLC's Environmental Management & Resources (EMR) 
Field Services Group will be performing the emissions testing. Mr. Thomas Snyder, 
Environmental Specialist, with the Field Services Group of EMR prepared this Test Plan. 

The following lists our tentative testing dates, pending MDEQ approval of t he Test Plan: 

Oliver - 346 S. Gagetown Rd., Pigeon, Ml 
Placid - 4912 Edgar, Clarkston, Ml 
Putnam - 5650 Mertz, Mayville, Ml 
Colfax - 4025 Gregory, Fowlerville, Mf 
Wilmot- 5977 E. Bevens Rd., Kingston Twp., Ml 
St. Clair - 4901 Pointe Dr. East China Twp., Ml 

July 16-20, 2018 
July 9-13, 2018 
August 13-17, 2018 
Oct. 1-5, 2018 
Nov. 26-30, 2018 
Nov.13-14, 2018 



DTE Energy· , 
Test Plan - Diesel Peaking Facilities 

1a. Names, titles, and telephone numbers for the personnel directly involved 
with this study are listed in the following table: 

Name and Title Company 

Ms. Stefanie Zanke 
DECS-EMR 

Associate Environmental 
655 General Offices 
2000 2nd Avenue 

Specialist- EMR 
Detroit, Ml 48226 

Mr. Thomas Snyder DECS-EMR 
Environmental Specialist- 6100 West Warren Avenue 
EMR Field Services Room H136 

Detroit, Ml 48210 

1b. Type of industrial process or combustion facility: 

Oliver - 346 S. Gagetown Rd., Pigeon, Ml 
Placid - 4912 Edgar, Clarkston, Ml 
Putnam - 5660 Mertz, Mayville, Ml 
Colfax - 4025 Gregory, Fowlerville, Ml 
Wilmot - 5977 E. Bevens Rd., Kingston Twp., M l 

Telephone 

(734) 326-4852 

(313) 897-0899 

Each Peaker site employs five GM Electro-Motive Division MP45, 20 cylinder, 
diesel fueled, 3600 horsepower compression ignition (Cl) engines designated 
DG 11-1, 11-2, 11-3, 11-4, and 11-5. The sites are used as electrical 
substations, which · generate supplemental electrical power during peak 
electrical demand periods or when required for load stability. On site diesel 
generators, produce the electrical power supply which is sent to the electric 
grid. Each unit is capable of producing approximately 2.5MWgross-

St. Clair-4901 P.ointe Dr. East China Twp., Ml 

This Peaker site employs two engines of the same specifications, designated DG 
12-1 and 12-2. 
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;I 
2c. Rated capacity and efficiency of the control device: 

The Engines are rated at 3,600 Hp. The catalyst is capable of at least 70% 
reduction of CO. 

3. Applicable permit number and emission limits for the process to be tested: 
Each engines' emissions are limited by a MDEQ Renewable Operating Permit (ROP), 
and 40 CFR Part 63 NESHAP Subpart llil MACT standards. The emission 
requirements are; limit concentration of CO in the stationary RICE exhaust to 
23ppmvd at 15% 02 or; reduce CO Emissions by 70% or more. 

Permit Numbers: 

Oliver- MI-ROP-B2802-2013 
Placid - MI-ROP-2803-2013 
Putnam - MI-ROP-82807-2013 
Colfax - MI-ROP-82795-2016 
Wilmot-MI-ROP-82804-2013 

4. Identify all pollutants to be measured: 
The exhaust gas emission concentrations of CO will be measured while the 
compressor engines are operating at maximum operating conditions(+/ - 10% of 
100% load). 

5. Description of the sampling train(s) to be used, including schematic 
diagrams if appropriate: 
Emissions testing will be performed at +/- 10% of 100% load via triplicate 60-
minute test runs on each engine. CO testing will be performed utilizing USEPA 
Method 10. 02 testing will be performed ut ilizing USEPA Method 3A. Emission 
rates will be calculated utilizing USEPA Method 19 stoichiometric calculations. 

6. Detailed sampling and analysis procedures, including the applicable 
standard methods referenced: 
Sampling and analysis methods will include the following: 

Parameter Method Analytical Method 

Molecular 
USEPA Method 3A Paramagnetic Analyzer 

weight 

co USEPA Method 10 NDIR Analyzer 



DTE Energy· , 
14. Field quality assurance/quality control procedures (e.g. - field blanks, 

sample storage and transport methods}: 
The sampling team will prepare and calibrate field-sampling equipment and 
perform quality assurance/quality control (QA/QC) consistent with the employed 
US EPA methodology. CO testing will be performed utilizing appropriate analyzer 
calibration ranges that satisfy criteria stated in USEPA Method 10. 

15. Laboratory quality assurance/quality control procedures utilized as part of 
the testing: 
Calibrations for USEPA Method 10 will follow protocol stated in USEPA Methods 
and will utilize appropriate calibration gases. • 

15. Names and titles of personnel who will be performing the testing: 
The testing will be performed by EM R's Field Services Group. 

Mr. Mark Grigereit, Principal Engineer, QSTI, EM&R Field Services 
Mr. Thomas Snyder, Environmental Specialist, QSTI, EM&R Field Services 
Mr. Mark Westerberg, Environmental Specialist, QSTI, EM&R Field Services 
Mr. Fred Meinecke, Senior Technician, EM&R Field Services 
Mr. Ken St.Amant, Senior Technician, QSTI, EM&R Field Services 

The emission test report will include the items found on pages 3 and 4 of t he MDEQ/Air 
Quality Division's Format for Submittal of Source Emission Test Plans and Reports. Included 
in the report will be a site description with the reason for testing, source descriptions, a 
summary of results, our sampling and analytical procedures, and test results and discussion. 
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S.S. Probe 

Figure 2 - EPA Methods 3A/10 
RICE Peaker Sites 

2018 
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Carbon Monoxide (CO) Emissions Testlnc Results 
Delsel Peaker 12-1 

Parameter 

Sampling Date 

Sampling Start TI me 

Average In let o, Content(¾, dry) 

Average Inlet 0 2 Content{%, dry, corrected}1 

Average Inlet CO Concentration {ppmv, dry) 

Average Inlet CO Concentration (ppmv, dry, corrected)1 

Ave. ... ge Inlet CO Concentration (ppmv@ 15% 02)2 

Average Outlet 0 2 Content(¾, dry) 

Average Outlet o, Content(¾, dry, corrected)' 

Average Outlet CO Concentration (ppmv, dry) 

Average Outlet CO Concentrntion {ppmv, dry, oorrected)1 

Average OuUet CO Concentration [ppmv@ 15% 02)2 

CO Destruction Efficlency 

1corcected for an11lyz.er drift as per USEPA Method 7E 

MW:mepwaus 

O:i : oxygen 

CO : carbon monoxide 

ppmv: parts per milllon on. a volume-to-volume basis 

lb/hr: pounds per hour 

DTE Energy, Placid Substation 
Clarkston, Michigan 

Run 1 

07/09/18 
8:55-9:lS, 9:33-10:13 

12.l 

12.l 

178.7 

178.9 

120.4 

12.0 

12.1 

35.6 

35.l 

23.4 

80.5% 

Run2 

07/09/18 
10:27-ll:27 

ll.9 

12.0 

193.1 

193.2 

127.6 

11.9 

12.0 

36.S 

35.9 

23.7 

81.4" 

Run3 Average 

07/09/18 
ll:40-12:40 

ll.8 11.9 

11.9 12.0 

201.2 191.0 
200.7 190.9 

132.0 

11.9 11.9 

ll.9 12.0 

37.1 36.4 

36.6 35.8 

24.0 

81.!!¾ 81.3% 



carbon Monoxide (CO) Emis,lons Testing Results 
Deisel Peaker 12-3 

Parameter 

Sampling Date 

Sampling Start Time 

Average Inlet 0 2 Contert I%, dry) 

Average Inlet 0 2 Content(%, dry, corrected)1 

Average Inlet CO Concentration (ppmv, dry) 

Average Inlet CO Concentration (ppmv, dry, corrected)' 

Average Inlet CO Concentration (ppmv@ 15% 02)2 

Average Outlet o, Content(%, dry) 

Average Outlet 0 2 Content 1%, dry, corrected)' 

Average Outlet CO Concentration lppmv, dry) 

Average Outlet CO Concentration lppmv, dry, corrected)' 

Average Outlet CO Concentration (ppmv@ 15% 02)2 

CO Destruction Efficiency 

'c:orre:cted for .inal)'2er drift as per USEPA Method 7E 

MW:megawatts 

02 : oxygen 

CO : carbon monoxide 

ppmv: parts pemll!lon on a volume,-to-volume b3$is 

lb/hr: po1.1nd.s per hour 

DTE Energy, Placid Substation 
ctarlcston, Michigan 

Runl 

07/13/18 

8:39-9:39 

11.3 

11.3 

3203 

320.7 

1973 

11.2 

113 

67.8 

68.2 

42.0 

78.7% 

Run 2 

07/13/18 

9:50-10:50 

11.3 

113 

325,8 

325.0 

200.1 

11.2 

11.3 

66.1 

66.8 

41.l 

79.5¼ 

Run3 Average 

07/13/18 

11:06-12:06 

11.2 11.3 

11.2 113 

3573 334.4 

357.1 3343 

217.9 

11.1 11.2 

11.2 11.3 

70.4 68.1 

71.2 68.7 

43.5 

80.1% 79.4% 



Carbon Monoxide (CO) Emissions Testing Results 
Delsel Pea~er 12-S 

Parameter 

Sampling Date 
Sampling Start lime 

Average Inlet 0 1 Content{%, dry) 

Average Inlet 0 1 Content{%, dry, corrected)' 

Average Inlet CO Concentration (ppmv, dry) 
Average Inlet CO Concentration {ppmv, drv, corrected)1 

Average Inlet CO Concentration (ppmv@ 15% 02)2 

Average Outlet 0 2 Content(%, dry) 

Average Outlet 0 2 Content(", dry, corrected)' 

Average Outlet CO Concentration (ppmv, dry) 

Average Outlet CO Concentration (ppmv, dry, corrected)1 

Average Outlet CO Concentration (ppmv@ 15% 02)2 

CO Destroction Efficiency 

1 coaeaed for analyit:r drV't as per USE?A Method 7E 

MW : mcpwatts 

O::oxyg:cn 

CO : c::arbon monoxide 

ppnw: parts per mtnlon on a volume-to-volume b;asts 

lb/hr: pounds per !lour 

DTE Energy, Placid Substation 
aarkston, Michigan 

Run 1 

07/11/12, 

8:40-9:40 

10.9 

11.0 

407.l 

40&.0 

2423 

10.9 

11.0 

80.8 

81.4 

48.3 

80.1'1 

Run2 

07/11/12, 
9:Sl-10-.51 

10.8 

10,9 

449.2 

448.0 

263.2 

10.7 

10.9 

85.4 

86.7 

50.9 

80.7% 

__ ) 

Run3 Averal!'e 

07/11/18 
11:05-12:05 

10.7 10.8 

10.8 10.9 

479.2 445.2 

4n.s 444.6 

Z78.9 

10.7 10.8 

10.8 10.9 

93.0 86.4 

94.6 87,6 

55.2 

80.2¾ 80.3% 



DTE Energy Placid Station, Unit 12-1 
July 9, 2018 

Time 02out COout 

9:13 12.04 35.0 
9:14 12.04 35.0 
9:15 12.02 35.1 

9:16 12.03 35.3 
9:17 12.02 34.9 
9:18 12.03 34.9 
9:19 12.03 35.1 
9:20 12.01 35.2 
9:21 12.02 35.6 
9:22 12.03 35.6 
9:23 12.00 35.5 
9:24 12.00 35.5 
9:25 12.01 35.7 
9:26 12.02 35.2 
9:27 12.00 35.1 
9:28 12.00 35.8 
9:29 12.00 36.1 
9:30 12.00 36.0 
9:31 12.01 36.1 
9:32 12.01 35.5 

O2in CO in 

16.60 84.7 
16.62 83.0 
16.63 82.9 
16.66 83.7 
16.67 81.7 
16.66 81.S 
16.67 82.1 
16.64 82.6 
16.65 83.3 
12.81 121.6 
12.01 183.7 
11.98 181.8 
12.85 183.6 
16.79 107.4 
18.63 69.8 
20.70 7.5 
20.72 1.5 
20.73 1.4 
18.45 3.4 
12.10 137.4 



DTE Energy Placid Station, Unit 12-1 
July 9, 2018 

Time 02out CO out 02in COin 



DTE Energy Placid Station, Unit 12-1 
July 9, 2018 

Time O2out CO out 

12:40 11.86 37.1 
12:41 10.13 31.3 
12:42 10.01 5.9 
12:43 10.02 0.6 
12:44 2.29 2.5 
12:45 0.06 19.5 
12:46 0.05 26.8 
12:47 0.05 26.8 

O2in COin 

11.82 206.7 
11.50 195.4 
9.98 38.4 
9.95 1.3 
9.97 1.0 
3.01 86.6 
0.13 280.7 
0.11 284.l 



DTE Energy Placid station, Unit 12-2 
Julyl0,2018 

Time 02out CO out 02 in CO in 

~ !!l!!!! ~ Mm 
7:54 14.40 0.9 20.61 1.0 
7:55 0.06 1.3 10.33 0.8 
7:56 0.04 0.3 0.04 0.4 
7:57 0.00 0.2 0.04 0.4 
7:58 3.60 0.3 3.25 0.4 
7:59 12.92 0.3 17.81 0.7 
8:00 17.93 0.3 17.84 0.9 
8:01 12.74 0.0 11.70 0.4 
8:02 10.11 0.0 10.19 0.1 
8:03 0.07 11.6 2.55 220.4 
8:04 0.00 44.5 0.05 486.4 
8:05 -0.01 47.7 0.05 486.6 
8:06 -0.02 47.4 0.05 488.7 
8:07 0.54 47.0 6.71 461.8 
8:08 -0.01 34.1 7 .71 113.5 
8:09 -0.03 26.8 0.05 282.4 
8:10 -0.03 26.6 0.05 284.6 
8:11 10.20 27.5 16.21 180.2 
8:12 0.04 43.7 11.41 35.3 
8:13 0.02 28.0 0.22 269.9 
8:14 0.01 27.1 0.15 284.2 
8:15 6.79 24.0 0.14 284.5 
8:16 9.91 5.9 8.93 138.9 

8:17 9.92 0.7 9.93 1.8 
8:18 9.92 0.6 9.94 0.9 
8:19 10.74 4.9 9.94 0.7 
8:20 11.20 42.6 10.66 63.5 
8:21 11.24 so.a 11.25 314.6 
8:22 11.21 so.a 11.28 311.4 
8:23 11.21 50.0 11.25 318.2 
8:24 11.24 50.0 11.25 323.7 
8:25 11.24 50.0 11.28 308.3 
8:26 11.24 50.0 11.27 311.1 
8:27 11.27 50.0 11.27 313.9 
8:28 11.23 70.0 11.30 307.4 
8:30 11.25 67.0 11.27 321.7 
8:31 11.26 37.7 11.25 317.2 

8:32 11.26 14.4 11.24 325.5 

8:33 11.30 16.0 11.24 325.2 
8:34 11.28 46.8 11.27 316.8 
8:35 11.27 89.7 11.24 316.3 
8 :36 11.28 98.4 11.24 326.2 
8 :37 11.25 99.2 11.25 321.S 
8:38 11.27 79.0 11.24 327.3 
8:39 11.31 30.9 11.26 323.6 
8:40 11.31 26.7 11.28 311.1 
8:41 11.30 34.8 11.27 314.S 



DTE Energy Placid Station, Unit 12-2 
July 10, 2018 

Time 02 out CO out 

9:52 11.10 62.9 
9:53 11.10 62.4 
9:54 11.10 62.7 
9:55 11.10 62.3 
9:56 11.10 62.2 
9:57 4.06 61.5 
9:58 0.02 53.7 
9:59 0.01 48.1 
10:00 4.83 46.7 
10:01 9.91 18.3 
10:02 9.92 1.2 
10:03 9.93 0.7 
10:04 10.07 0.7 
10:05 11.17 14.9 
10:06 11.13 59.6 

O2in CO in 

11.15 348.7 
11.15 344.8 
11.15 346.3 
11.15 346.3 
11.15 345.1 
11.21 343.7 
10.11 138.6 
9.95 . 1.9 
9.95 1.2 
4.95 33.9 
0.16 267.0 
0.13 283.8 
0.12 284.2 
2.62 284.6 

11.09 307.8 



DTE Energy Placid Station, Unit 12-2 
July 10, 2018 

11:07 11.20 60.3 
11:08 11.17 59.3 
11:09 10.29 53.7 
11:10 9.94 11.8 
11:11 9,94 0.7 
11:12 9.95 0.6 
11:13 3.52 2.8 
11:14 0.02 31.8 
11:15 0.01 47.3 
1?,:16 3.65 47.9 
11:17 11.17 53.7 
11:18 11.15 60.5 
11:19 11.17 62.3 
11:20 11.16 62.4 

_) 

11.22 328.9 
11.24 318.2 
9.47 322.1 
0.27 294.6 
0.13 285.5 
0.11 285.6 
0.11 284.1 
7.72 203.7 
9.91 5.1 
9.92 1.3 

10.23 2.7 
11.21 231.2 
11.18 315.9 
11.20 321.4 



DTE Energy Placid Station, Unit 12-2 
July 10, 2018 

Time 02 out CO out 02 in CO in 

2s ID!!!! ~ .!!.lilll 
12:37 20.76 1.0 13.37 220.8 
12:38 20.76 1.0 20.58 12.2 

Average Results 
0 2 out CO out 0 2 in CO in 

~ .!1.lm! ~ m1.!!l 
Run 1 11.17 62.3 11.21 328.8 
Run 2 11.17 62.3 11.21 327.7 
Run 3 11.11 63.8 11.15 341.7 



DTE Energy Placid Station, Unit 12-3 
July 13, 2018 

Time 

9:39 
9:40 
9:41 
9:42 
9:43 
9:44 
9:45 
9:46 

02out 

~ 

11.21 
8.20 
0.04 
0.02 
0.02 
3.19 
9.91 
9.93 

CO out 

Jm.!!! 

68.7 
68.5 
60.2 
47.8 
47.2 
46.5 
20.8 
1.4 

OZ in 

~ 

11.31 
11.31 
5.87 
2.56 
0.11 
0.09 
9.44 
9.97 

CO in 

fill.!!!. 

323.7 
325.9 
330.S 
297.6 
286.4 
285.0 
135.6 

1.7 



DTE Energy Placid Station, Unit 12-3 

July 13, 2018 

10:50 11.17 69.8 
10:51 11.15 70.6 
10:52 11.03 72.0 
10:53 9.95 43.1 
10:54 9.94 3.0 
10:55 9.94 0.6 
10:56 3.48 3.7 
10:57 0.02 34.2 
10:58 0.02 47.2 
10:59 11.03 51.0 
11:00 11.14 60.7 
11:01 11.14 61.6 
11:02 11.16 62.2 
11:03 11.15 61.2 
11:04 11.15 61.4 
11:05 11.13 62.4 

11.28 334.1 
11.27 338.5 
11.24 349.0 
10.30 191.1 
10.00 1.3 
10.00 0.8 
7.25 14.2 
0.13 228.0 
0.10 284.7 
6.98 293.6 
11.24 335.0 
11.24 335.4 
11.26 337.6 
11.27 330.4 
11.26 335.4 
11.25 340.6 



DTE Energy Placid Station, Unit 12-3 
July 13, 2018 

Time O2out co out OZ In coin 

~ imm ~ .l!ll!ll 
12:17 9.93 0.6 9.98 0.8 

Average Results 
OZ out co out OZ in coin 
~ .l!ll!ll ~ .l!ll!ll 

Run 1 11.20 67.8 11.28 320.3 

Run 2 11.20 66.l 11.30 325.8 

Run3 11.12 70.4 11.21 357.3 



DTE Energy Placid Station, Unit 12-4 

July 12, 2018 

Time 

9:37 
9:38 
9:39 

02.out 

11.09 
11.08 
11.04 

60.9 
61.2 
61.8 

O2in 

11.19 
11.17 
11.13 

386.4 
391.3 
396.2 



DTE Energy Placid station, Unit 12-4 
July 12, 2018 

Time 02out CO out 

10:53 11.05 60.6 
10:54 • 11.11 62.4 
10:55 10.29 52.3 
10:56 9.96 10.5 
10:57 9.97 0.6 
10:58 3.03 2.3 
10:59 0.02 19.3 
11:00 0.01 26.6 
11:01 0.02 26.7 
11:02 0.00 32.8 
11:03 0.00 46.0 
11:04 0.00 47.0 
11:05 9.29 49.6 
11:06 11.07 62.S 
11:07 11.21 63.S 

02in CO in 

11.16 382.6 
11.18 402.3 
10.72 307.8 
10.01 11.2 
10.00 0.9 
7.24 7.5 
0.10 238.1 
0.07 285.1 
0.o7 285.4 
0 .06 285.6 
0 .06 285.7 
0.06 285.8 
5.12 296.5 
11.11 397.8 
11.24 376.5 



"-.._~i J
\ 

., 

DTE Energy Placid Station, Unit U-4 
July 12, 2018 

Time 02 out co out 02in CO in 

~ .22!!1 ~ ruw. 
12:10 8.24 57.4 10.88 371.1 
12:11 0.03 55.4 0.40 321.8 
12:12 0.01 47.7 0.25 284.3 
12:13 0.00 47.0 0.07 281.7 
12:14 1.60 47.0 0.06 284.8 
12:15 9.93 29.9 7.94 201.2 
12:16 9.95 2.8 9.97 6.1 
12:17 9.95 0.5 9.98 0.9 
12:18 9.95 0.5 9.99 0.9 
12:19 14.08 0.5 9.99 0.8 
12:20 20.78 0.7 14.53 0.7 
12:21 20.80 0.9 20.80 1.1 
12:22 20.80 1.1 20.83 1.1 
12:23 20.80 1.1 20.83 1.2 

Average Results 
02 out CO out 02in CO in 

~ ru1ID. li ru1ID. 
Run 1 11.21 56.8 11.30 338.7 
Run 2 11.17 58.8 11.26 355.8 
Run3 11.21 56.4 11.28 349.8 



DTE Energy Placid Station, Unit 12-5 

Ju I y 11, 2018 

Time 

9:40 
9:41 
9:42 

O2out 

10.84 
10.78 
9.95 

87.0 
86.l 
50.5 

OZ in 

10.90 
10.91 
10.25 

416.3 
409.3 
208.8 



DTE Energy Placid Station, Unit 12-5 

July 11, 2018 

10:51 10.04 98.8 
10:52 0.07 83.4 
10:53 0.01 50.5 
10:54 0.00 47.1 
10:55 9.21 37.3 
10:56 9.91 5.6 
10:57 9.92 0.6 
10:58 9.93 0.6 
10:59 9.92 0.5 
11:00 9.93 0.6 
11:01 10.30 3.1 
11:02 10.66 54.7 
11:03 10.67 90.8 

10.74 481.6 
1.64 383.2 
0.06 286.2 
0.05 286.3 
3.93 300.3 

10.13 161.4 
10.14 115.3 
10.12 117.5 
9.95 31.4 
9.95 0.8 
9 .95 0.7 
10.46 137.5 
10.73 477.5 



DTE Energy Placid Station, Unit 12-5 
July 11, 2018 

Time 02out CO out 02in CO in 

~ .l!E.!!! ~ .l!E.!!! 
12:05 10.64 100.0 10.69 502.5 
12:06 10.67 100.0 10.72 487.5 
12:07 10.66 92.0 10.71 480.9 
12:08 10.67 79.7 10.74 469.3 
12:09 10.67 78.5 10.73 473.7 
12:10 10.70 78.8 10.76 471.6 
12:11 10.70 76.0 10.76 463.0 
12:12 10.67 75.9 10.74 465.8 
12:13 10.69 77.4 10.75 476.2 
12:14 10.64 80.3 10.70 493.7 
12:15 10.67 80.4 10.72 497.8 
12:16 10.66 78.1 10.73 483.2 
12:17 10.68 77.9 10.74 483.8 
12:18 10.71 78.2 10.77 469.3 
12:19 10.70 76.8 10.77 462.9 
12:20 10.70 75.4 10.76 459.8 
12:21 10.71 74.9 10.78 458.4 
12:22 10.67 75.3 10.75 462.9 
12:23 10.69 77.3 10.74 478.6 
12:24 10.28 68.9 10.60 418.5 
12:25 9.94 15.3 9.96 25.8 
12:26 9.94 0.7 9.96 1.0 
12:27 9.93 0.5 9.96 0.9 
12:28 9.94 0.5 9.96 0.7 
12:29 8.97 0.5 9.96 0.6 

12:30 0.06 11.4 5.32 41.6 
12:31 0.02 43.2 0.07 273.7 
12:32 0.02 47.0 0.05 284.1 
12:33 15.09 45.3 3.82 284.2 

Average Results 
02out CO out 02in CO in 

~ .Q.Q!l1 ~ fil!!!1 
Run 1 10.86 80.8 10.90 407.1 
Run 2 10.74 85.4 10.80 449.2 
Run 3 10.68 93.0 10.7!1 479.2 



Airgas. 
.,, Nr l.iqtJldt e<>mpany 

CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Customer: 
Part Number: 
Cylinder Number: 
Laboratory: 
PGVP Number: 
Gas Code: 

RSC/DTE 
E03Nl80E15AC1 \/\fl 
CC465772 
112-Troy-32 (SAP)- Ml 
B62017 
CO2,O2,BALN 

Expiration Date: 

Reference Number: 
Cylinder Volume: 
Cylinder Pressure: 
Valve Outlet: 
Certification Date: 

Decos 2025 

Airgas G,:eat J..:,kes region 
Airgas USA, U.C 
1290 Combermere Dr. 
Troy, MI 48063 
Airgas.com 

32-401052924-1 
150.9 CF 
2015 PSIG 
590 
Dec 06, 2017 

Certltlcation performed In .accordance 1Ni1h •EPA Trae&abllity Protocol for Assay and Certfficatlon o( Gaseous Calibration Standard$ (May 2012)• document EPA 
600/R-12/531, u$ng the assay p,rocedUres nsted. Analytical Mothod'.ote>gy does not require eorrecllan for 8nalytlcal Interference. Thb cylirx:h,r has a total analytlca[ 

uncertainty as stated below with a confidence level of 95%. There arc no slgrilfkanl lmpurtUes whlch affecl 1ho use of this calibration mixture. All concentralions are on a 
YO\umelvofumo basis un[ess otherNise noted. 

Do Not Use Th" 1 evr d&rbeJow 100 0sia. I e 07 me,....,.,.,,~r, ,. In I, ... •-
ANALYTICAL RESULTS 

Component Requested Actual Protocol Total Relative Assay 
Concentration Concentration Method Uncertainty Dates 

CARBON DIOXIDE 10.00 % 10.06% G1 +/-1 % NIST Traceable 12/06/2017 
OXYGEN 10.00 % 10.00% G1 +/-1 % NIST Traceable 12/06/2017 
NITROGEN Balance 

CALIBRATION STANDARDS 
Type Lot ID Cylinder No Concentration Uncertainty Expiration Date 

NTRM 13060607 CC413544 13.359 % CARBON DIOXIDE/NITROGEN +/- 0.6% May 09, 2019 

NTRM 09060226 CC263080 9.961 % OXYGEN/NITROGEN +/-0~3% Nov 08, 2018 

.ANALYTICAL EQUIPMENT 
Instrument/Make/Model Analytical Principle Last Multipoint Calibration 

CO2 SIEMENS ULTRAMAT 6 E/N 173 Nondisperslve lnfrared(NOIR) Nov 27, 2017 

02 FS, SIEMENS OXYMAT 6 EIN 182 Paramagnetic Nov 17, 2017 

Triad Data Available Upon Request 

Approved for Release Page 1 of32-401052924-1 



Airgas. 
onAJrUqulde company 

Customer: 

CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Airgas Great Lal<es region 
AfrgasUSA,LLC 
2009 BeThrire 
Royal Oalc, Ml 48067 
,\l,p,.com 

Part Number: 
RSC/DTE ENERGY 
E03Nl64E15AC041 
CC210738 

Reference Number: 32-400807127-1 
157.6 CF 
2015PSIG 

Cyfinder Number: 
Laboratory: 
PGVP Number: 
Gas Code: 

112 - Royal Oak-32 (SAP) - Ml 
B62016 
C02,02,BALN 

Expiration Date: 

Cylinder Volume: 
Cylinder Pressure: 
Valve Outlet 
Certification Date: 

Nov 16 2024 

590 
Nov 16, 2016 

CcrtllleaUon pe,fooned ll acoordance wl!h "EPA Traceal>lllly Pl"loool for Assay and Cert!leation o/ Gaseouo C..Dbralion Standards (In:, 2012)" document EPA 
600/1\-12/~1, using Ille =y prco<dures llsted. Analyl!cal Mel!lO<IO!Ogy do" not requl,. oorroellon for .,,.JytJc,,l lnterto..nco. This cylinder has • total ana')-tical 

uncertainty as $lated betow with a confidence level of9S%. There arc no $lsmb'Jcant lmpurilies whJch affec.t. the use of this ealibra:Uon mbdl.a'e. AU eoncentraUon.s are on a 
volume/volumo ~sis unless othcrwJse noted. 

Do Net U This Cvllnder bolow 100 Mia. I o 7 meoa"'•-,. .. .e. ' 

ANALYTICAL RESULTS 
Component Requested Actual Protocol To1al Relative Assay 

Concentration Concentration Method Uncertainty Dates 

CARBON DIOXIDE 18.00% 17.84 "· Gt +/-1.1% NISTTraceable 11/16/2016 
OXYGEN 18.00% 17.93 % Gt +/-1.0% NIST Traceable 11/16J;2016 
NITROGEN Balance 

CALIBRATION STANDARDS 
Type Lot ID Cylinder No Concentration Uncertainty Expiration Date 

NrRM 13060812 CC◄1663◄ 24.04 % CARBON DIOXIDE/NITROGEN +/'0,6% May 16 , 2019 
NTRM 160605-10 XC02173iB 23.204 % OXYGEN/NITROGEN +/-0.2 Dec24, 2021 

ANALYTICAL EQUIPMENT 
Instrument/Make/Model Analytical Principle Last Multipoint Caflbration 

CO2 SIEMENS UL TRAMAT 6 E/N 173 Nondlspersi\/8 lnfrared(NDIR] Nov 09, 2016 
02 FS, SIEMENS OXYMAT 6 E/N 182 Paramagnetic Ocl 17, 2016 

Triad Data Avallable Upon Request 

12 
Approved for Release Page 1 of32-400807127-1 



Airgas 
Airgas USA, LLC 
2~09 Bellafre Ave. 

CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Royal Ook, Ml ~8067-8020 
243-399-8020 

www.aJrgas.COm 

Customer: 
Part Number.: 
Cylinder Number: 
Laboratory: 
PGVP Number: 
Gas Code: 

RSC/DTE ENERGY 
E02Nl99E15A3193 
XC025119B 
MIC - Royal Oak-32 (SAP)- Ml 
B62013 
CO,BALN . 

Reference Number: 
Cylinder Volume: 
Cylinder Pressure: 
Valve Qu!let: 
Certification Date: 

E"piration Date: May 21, 2021 

32-400200861-1 
144.3 CF 
2015 PSIG 
350 
May 21, 2013 

CMlflceHon perlormod In accordanco with "EPA Tmceebmty ProtocoJ for Assay MCI Certfflcafion of Gase OU$ Callbratlon St.nderds (May 2012T document EPA 
600/R-121531, using D1o a,sey proceduros B•led, Analylk:al Malhodology does not requ~ conec!Jon for analyfical lntsrlentnce. This cylinder h3S a total aoal)'llcal 

U n «)rtalnty as $lated below W.th a ccn11dence $eve! of 95%. ~i~~~~t~=~:~lrffie~~rii~ the u;e .of this caJlbreHon !Tllx?uro, Allconcen:tratlonc.etc; on.a. 

Do Not Use Thls C't'lnder below 100 pslR, I o O 7 mei:iapascais . .. -
ANALYTICAL RESULTS 

Component R~quested Actual Protocol Total Relative Assay 
Concentration Concentration Method Uncertainty Dates 

CARBON MOl-!OXIDE 26.09 PPM 26.37PPM G1 +/. 1.0% NIST Traceable 05/21/2013 

NITROGEN Balance ·, 

CALIBRATION STANDARDS 
Type Lot ID Cylinder No Concentra'tion Uncertainty Expiration Date 

NTRM 09061810 CC273571 24.35 PPM CARBON MONOXIDE/NITROGEN +/-0.6% Oct 02, 2013 

AN.ALYTICALEQUIPMENT 
instrument/Make/Model Analytical Principle Last Multipoint Calibration 

E/N 54, 100ppmFS CO, Nicolet 6700 FTIR MayiS, 2013 

• Approved for Release 

Paget of32-400200861-1 



CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Airgas Great Lakes 
2009 Bellaire Ave. 
Royal Oak, Ml 48067 
www.airgss.com 

Customer. DT.E 

.Part Number. E02Nl99E15AC2F5 Reference Number: 32-112348215-4 

Cylinder Number: CC313053 Cylinder Volume: 144 Ct.i.Ft 

Laboratory: MIC - Royal Oak-32 (SAP) - Ml Cylinder Pressure: 2015 PSIG 

PGVP Number: 862011 Valve Ou1let: 350 
Gas Code: APPVD Analysis Date: Sep 06, 2011 

Expiration Date: Sep 06, 2014 

CertificatlOn performed Jn accordance with "EPA Tre.<:eability Prorocor (Sept. 1997)"' using the. assay procedures fisted. Analytical Methodology do'es not require correction for 
an:alytlcal interfefV'ICSS. This cylmder has :a total o1nafyticaf uncertainly as atated below with a confidence level ol ;5%. There are no significant JmpuC:Ues whidl affect the U$8 

of this callbratlon mixture. All concenltallons are on a \/Olume/..-olume besb unles:s otherwise noted. 
Do Not Use Thl's: Cylinder below 150 pslg..Le. 1 Mega Pascal 

ANALYTICAL RESULTS 
Component Requested Actual Protocol 

Concentration Concentrat ion Method 

CARBON MONOXIDE 95.00 PPM 93.67 PPM G1 

NITROGEN Balance 

CALIBRATION STANDARDS 
I Type Lot ID Cy linder No Concentration 

I 
NTRM 09060503 CC280417 

Jnstrument/Mal<eJModel 

I E/N 54, 100ppmFS CO, Nicolet 6700 

Triad Data Available Upon Request 

Not~3480 

Approved for Release 

Page 1 of32-112348215-4 

98.88PPM CARBON MONOXIDE/NITROGEN 

ANALYTICAL EQUIPMENT 
Analytical Principle 

Fourier Transform lnfrare,j (FTIR) 

Total Relative 

Un certainty 

+/- 1% NIST Traceable 

ExplratiOn Date 

Feb 01, 2013 

Last Multipoint Calibration 

Aug 20, 2011 



Airgas. 
CERTIFICATE OF ANALYSIS 
Grade of Product: EPA Protocol 

Customer: 
Part Number: 
Cylinder Number: 
Laboratory: 
PGVPNumber. 
Gas Code: 

RSC/DTE ENERGY 
E02Nl99E15A03L6 
XC008284B 
MIC - Royal Oak-32 (SAP) - Ml 
B62015 
CO,BALN 

Expiration Date: 

Reference Number: 
Cylinder Volume: 
Cylinder Pressure: 
Va!VeOutlet 
Certiiication Date: 

Jul24 2023 

Airgas USA, LLC 
2009 BaLAJREAVE 
ROYAL OAK, Ml 411067 
248-399-8020 
Airgas.com 

32-400572732-1 
144.3 CF 
2015 PSIG 
350 
Jul24,2015 

Cortlffca!lon performed In accordance y,ilh "EPA Traceablity Protocol for Assay ond COl1illcatlon of G2Secu.< Calibration standards {May 2012r dooumanl liFA 
600/R-121531, using tha assay p,ocadures lbtod. Analy1!c:al Mothodo!ogy does not n,qulie C0ITeotlon lot analy!lcal lnte,ferMco. Ttlls eyllnclor ha. a totol analytlcel 

uncertalnty as -staled below With a a,nfldence level of 95%. There are no sfgnlncant tmpurfUes whk:h affect the use of &de c:allbratk>n mixture. All concentrations are on a 
wlume/Volume ba;Js unless oUtsl"tVi.se noted. 

Oo Not Use Th{s r.u11nder below 100 ,...,,,. I e O 7 meoaoascab .. . . 
ANALYTICAL RESULTS 

Component Requested Actual Protocol Total Relative Assay 
Concentration Concentration Method Uncertalnty Dates 

CARBON MONOXIDE 490,0PPM 488.6PPM G1 +/- 0.8% NIST Traceable 07124/2015 
NITROGEN Balance 

CALIBRATION STANDARDS 
Type Lot ID Cylinder No Concentration Uncertainty Expiration Pate 

NTRM 12062408 CC199564 487.1 PPM CARBON MONOXlDEINITROGEN +/.0.6% Jun 22, 2018 

ANALYTICAL EQUIPMENT 
Instrument/Make/Model Analytical Principle Last Multipoint Calibration 

E/N 54 Nicolet 6700 CO FTIR Jul 13, 2015 

Triad Data Avallabfe Upon Request 

~pp roved for Release Page 1 of32-400572732·1 



Plant: Placid 

Location: Unit 12-1 

Date: 7/9/2018 

Test#: Runs 1-3 

CO and o, Calibration Sheet 
Outlet 

CO Calibration response ppm 
Calibration Direct System inlectlon .. 
gas cone., lnlection Pretest PostT 1 PostT 2 PostT 3 

oom 
0.00 0.00 0.04 0.60 0.60 0.60 
47.57 47.50 
26.37 26.30 26.90 26.80 

Analyzer 
cal. error, 

%of 
soan 

-0.1 
-0.1 

Calibration response, ppm Analyzer 

Drift, % of s ,an 

Test 1 Test 2 Test 3 Pretest 

0.0 0.2 -0.4 1.3 

System bias, 
% of span 

PostT 1 I PostT 2 I PostT 3 

1.3 I 1.3 I 1.3 

1.3 I 1.5 I 1.1 

Operator: TS/MG/FM 
02 

Calibration Direct Svstem lnlectlon" cal. error, System bias, 
gas cone., lnlectlon Pretest! PostT 1 PostT 2 PostT 3 % of Drift,% of span % of soan 

Monitor: TECO461 ppm I span Test 1 Test 2 Test 3 Pretest PostT 1 PostT 2 PostT 3 
Servomex 1440 

CO = 47.57 Response Time = 30 
Span value, _o~•~=-____ 1_7_.9_3_ 

.. Run zero and ellher mid or high calibration gas, whichever one Is closer to actual stack concentration. 
Analyzer cal. error, % of span" (dir. lnj. cal. response, ppm - cal. gas cone., ppm)X100%/(span value, ppm): Limit = 2%. 
Drift,% of span= (sys. In). final cal. response, ppm - sys. inj. lnltlal cal. response, ppm)X100%/(span value, ppm): Limit c 3%. 
System bias, % of span" (relevant sys. inj. cal. resp., ppm - dir. lnj. cal. resp., ppm)X100%/(span value, ppm): Limit " 5%. 
System response lime (95% of response from zero to high cal. gas), sec. = 30 



Plant: Placld 

Location: Unit 12-2 

Date: 7/10/2018 

Test#: Runs 1-3 

Operator: MG/FM 

Monitor: TECO 48i 
Servomex 1440 

CO= 488.6 
Span value, o,= 17.85 

CO and 0 2 Calibration Sheet 
Inlet 

CO t------,---'C'-'a"l"'lb"'ra""t"'lo'-'n'-'-'rec:s=n'o.:.;n.:.se"-'n=nm"----1 Analyzer 
Calibration Direct Svstem lnlection.. cal. error, System bias, 
gas cone,, inlectlon Pretest I PostT 1 PostT 2 PostT 3 % of Drift,% of span % of span 

com I soan ~ Test 1 I Test 2 I Test 3 Pretest I PostT 1 I PostT 2 I PostT 3 
o.o 0.1 1.1 I 1.4 1.5 o.s 0.1 I o.o I -0.1 0.2 I o.3 I o.3 I 0.2 

1--:'"'84'"'
8
'"':~'---+-""':"'~"'"

7
:"':-+i,.!!~_.!~ .. ,~.,.:~""!!l;J':i!,.!~_.i! .. :!"''.i~ .. !i!"'i !"'\"'

11
~"':~.,i\""ii!.i,i : .. ::: .. ~~ .. ii~""!\""lii'"rn'°--~.:.;:1"'"

1
- o.o I o.a l -0.1 -0.1 l -0.1 l 0.2 I 0.1 

0 1 Calibration response, ppm 

Calibration Direct Svstem lniectlon"" 
gas cone., iniectlon Pretest PostT 1 PostT 2 PostT 3 

com 
0.0 0.1 0.2 0.1 0.1 0.1 
17.9 17.8 
10.0 10.2 9.9 10.0 9.9 10.0 

Response Time = 30 

Analyzer 

cal. error, System bias, 
% of Drift,% of span % of soan 
soan Test 1 Test 2 Test 3 Pretest PostT 1 PostT 2 PostT 3 

1.1 0.1 -0.2 0.2 -1.4 -1.3 -1 .5 -1.3 

.. Run zero and either mid or high calibration gas, whichever one Is closer lo actual stack concentration. 
Analyzer cal. error,% of span= (dir. in]. cal. response, ppm - cal. gas cone., ppm)X100%/(span value, ppm): Limit= 2%. 
Drift, % of span= (sys. lnj. final cal. response, ppm - sys. inj. lniUal cal. response, ppm)X100%/(span value, ppm): Limit= 3%. 
System bias,% of span= (relevant sys. In]. cal. resp., ppm - dir. inj. cal. resp., ppm)X100%/(span value, ppm): Limit= 5%. 
System response time (95% of response from zero to high cal. gas). sec. = 30 
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Plant: Placid 

Location: Unit 12-3 

Date: 7/13/2018 

Test#: Runs 1-3 

Operator: TS/MG/FM 

Monitor: TEC048I 
Servomex 1440 

CO= 93.67 
Span value, 02= 17.93 

co 
Calibration Direct 
gas cone., In ection 

m 

0.00 0.00 
93.67 92.90 
47.57 46.80 

CO and o, Calibration Sheet 
Outlet 

m 

Pretest 

0.70 0.60 0.60 

47.70 47.20 

Analyzer 
cal. error, 

%of 

o, 1---~-...:C...;a;;.;ll.;;;b;.;.ra.;;;ti;.;.o.:.n:.cre=s.c.p.:.on.;;;s.:.e:..:,..,_Pc,P.:.m;.;...._.i Analyzer 
Calibration Direct Svstem iniection"' 
gas cone., lnlectlon Pretest PostT 1 PostT 2 PostT 3 

DDm 
0.0 0.0 0.0 0 .0 0.0 0.0 
17.9 18.0 

10.0 10.0 9.9 9.9 9.9 9.9 

Response Time = 30 

cal. error, 
%of 
span 

0.3 
-0.2 

"'Run zero and either mid or high calibration gas, whichever one is closer to actual stack concentration. 
Analyzer cal. error,% of span= (dlr. lnJ. cal. response, ppm - cal. gas cone., ppm}X100%/(span value, ppm): Limit= 2%. 

System bias, 
Drift,% of span ¼ of s an 

Test 1 Test 2 Test 3 Pretest PostT 1 PostT 2 PostT 3 
0.0 -0.1 0.0 0.7 0.7 0.6 0.6 

-0.4 -0.1 0.0 1.0 

Drift, % of s oan 

Test 1 Test 2 Test 3 Pretest 

-0.1 0.1 0.0 -0.4 

0.5 0.4 

System bias, 
¼ of soan 

0.4 

PostT 1 PostT 21 PostT 3 
o.3 0.2 I o.3 

-0.4 -o.4 I -o.4 

Drift, % of span= (sys. In]. final cal. response, ppm - sys. inJ. initial cal. response, ppm)X100%/(span value, ppm): Limit= 3%. 
System bias,% of span= (relevant sys. lnj. cal. resp., ppm• dir. lnJ. cal. resp., ppm)X100%/(span value, ppm): Limit= 5%. 
System response time (95% of response from zero to high cal, gas}, sec. = 30 



Plant: Placid 

Location: Unit 12-4 

Date: 7/12/2018 

Test#: Runs 1-3 

Operator: MG/FM 

CO and 0 2 Calibration Sheet 
Inlet 

CO Calibration response, ppm 
Calibration Direct SVstem lnlection .. 
gas cone., lniecllon Pretest PostT 1 PostT 2 PostT 3 

DDm 

0.0 0.4 0.6 0.8 0.9 0.9 
488.6 
284.1 283.2 282.8 285.5 285.2 284.1 

0 1 Calibration response, ppm 
Callbratlon Direct Svstem lnlectlon .. 

Analyzer 
cal. error, 

%of 
span 

-0.2 

Analyzer 

Drift, % of span 
Test 1 Test 2 Test 3 Pretest 

0.0 0.0 0.0 0.0 

0.6 

System bias, 
% of span 

PostT 1 PostT 2 
0.1 0.1 

cal. error, System bias, 
% of Drift, % of span % of soan 

PostT3 
0.1 

Monitor: TECO481 
gas cone., lnlectlon Pretest PostT 1 PostT 2 PostT 3 

ppm soan Test 1 Test 2 Test 3 Pretest PostT 11 PostT 2 PostT 3 
Servomex 1440 0.0 0,0 0.1 0.1 0.1 0.1 i:i!iii!i:n1:,',;,;; -0.2 0.1 -0.1 o.3 0.2 I 0.2 0.2 

17.9 17.9 
10.0 10.0 10.0 10.0 10.0 10.0 0.2 -0.3 

CO= 488,6 Response Time = 30 
Span value, 02= 17.85 

.. Run zero and either mid or high calibration gas, whichever one Is closer to actual stack concentration. 
Analyzer cal. error, % of span= (dir. inj. cal. response, ppm - cal. gas cone., ppm)X100%/(span value, ppm): Limit= 2%. 
Drift, % of span = (sys. lnj. final cal. response, ppm - sys. inj. initial cal. response, ppm)X100%/(span value, ppm): Limit= 3%. 
System bias, % of span= (relevant sys. inj. cal. resp., ppm - dlr, In]. cal. resp., ppm)X100%/(span value, ppm): Limit= 5%. 
System response time (95% of response from zero to high cal. gas), sec. = 30 

0.1 -0.1 0.0 -o.3 I -0.2 -0.2 

( 
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Plant: Placid 

Location: Unit 12-5 

Date: 7/11/2018 

Test#: Runs 1-3 

Operator: TS/MG/FM 

Monitor: TECO48i 
Servomex 1440 

CO= 93.67 
Span value, _0.;..2~= _____ 1_7_.9_3_ 

CO and 0 2 Calibration Sheet 
Outlet 

co 1-----,---c~a~U~b.;..ra~t_lo~n_r~e~s=o,o_n~se=o=o,m~--i Analyzer 
Callbratlon Direct Svstem lnlectlon.. cal, error, System bias, 
gas cone., Injection Pretest PostT 1 PostT 21 PostT 3 % of Drift,% of span % of span 

com I span Test 1 Test 2 Test 3 Pretest PostT 1 PostT 2 I PostT 3 

:
o;.o::o; !o~.1:~o~ ·.·.···4'.?.,.1 •. -? ..•. o,.? .• o····'.·.'. '.·.·.··.4'.o .• 7'.:.?:··2'·0·0'·'·'.·.'. ',·.'.··4'.o .• 7'.·.·,.s.'.1'.?.~,.·.'.·.·1~ II 407.s.ooo (---'~~"'!"---t=•"'o"".1'-'f'=o=.o=ai=·0 ... 1""'f=o"".a=r==o=.s=i=o"".s"""+=l"'o"".4e=.i H:lifliHHH tirn1m1mlt W%1mh! iliiitH!iH!i!li iiHilHlllilil;l lliH!HW1iil~l1HiH1Hli1Hil!i 

0.2 -0.1 -0.1 o.o 0.2 0.1 I o.o 

02 1---~_c_a-'-l'-lb_ra_t_lo_n'-r-'e_s,_po.;..n.;..s;..e.:..' .,_P,_Pm"-'-----l Analyzer 
Calibration Direct Svstem lnlectlon.. cal. error, System bias, 
gas cone., Infection Pretest PostT 1 PostT 2 PostT 3 

ppm 
0.0 0.0 0.0 0.0 0.0 0.0 
17.9 18.0 
10.0 10.0 10.0 9.9 9.9 9.9 

Response Time = 30 

•1, of Drift, % of span ¾ of span 
span Test 1 Tes12 Test 3 Pretest PostT 1 PostT 2 PostT 3 

0.3 
-0.1 -0.1 -0.1 0.1 --0.4 --0.4 --0.5 -0.4 

.. Run zero and either mid or high calibration gas, whichever one Is closer lo actual stack concentration. 
Analyzer cal. error, 'lo of span= (dir. inj. cal. response, ppm• cal. gas cone., ppm)X100%/(span value, ppm): Limit= 2%. 
Drift, o/o of span= (sys. In). final cal. response, ppm• sys. In). initial cal. response, ppm)X10Do/o/(span value, ppm): Limit= 3%. 
System bias, 'lo of span= (relevant sys. lnj. cal. resp., ppm • dir. inj. cal. resp., ppm)X100%/(span value, ppm): Limit= 5%. 
System response time (95% of response from zero to high cal. gas), sec. = 30 
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CD L Placid Unit 12-2 

10-Jul-18 

Pressu re Drop 

catalyst Inlet Crank Case Across catalyst (in. 

Date Temp (F) Vacuu m (in. H20) H20) * (0.01) 

7/10/2018 11:27 728.7 0.19 0.0002 

7/10/201811:12 728.7 0.67 0.0029 

7/10/2018 10:57 728.7 0.6 0.0035 

7/ 10/2018 10:42 728.7 0.63 0.0042 

7/10/201810:27 700.8 0.51 0.0042 

7/10/2018 10:12 700.8 0.56 0.0026 

7/10/2018 9:57 700.8 0.6 0.0043 

7/10/2018 9:42 700.8 0.63 0.0016 

7/10/2018 9:27 672.2 0.53 0.0047 

7/10/2018 9:12 672.2 0.61 0.0045 

7/10/ 2018 8:57 672.2 0.57 0.0039 

7/10/2018 8:42 672.2 0.53 0.0025 

7/10/ 2018 8:27 650.4 0.52 0.0027 

7/10/2018 8:12 650.4 0.58 0.0034 

7/10/2018 7:57 650.4 0.58 0.004 

7/10/2018 7:42 650.4 0.5 0.0033 

7/10/2018 7:27 653.2 0.55 0.0043 

7/10/ 2018 7:12 653.2 0.44 0.0035 

7/10/2018 6:57 653.2 0.7 0.0025 

DAS 01:15 behind (i.e. 5:57 DAS Time= 8:12 EST) 



"-' J 

CDL Placid Unit 12-4 
12-Jul-18 

Pressure Drop 
Catalyst In let Crank case Across Catalyst (in. 

Date Temp (Fl Vacuum (in. H20) H20) * (0.01) 
7/12/2018 13:24 760.4 2.16 0.0043 

7/12/2018 13:09 760.4 2.14 0.0051 
7/12/2018 12:54 754.3 2.17 0.0039 

7/12/2018 12:39 754.3 2.18 0.0044 

7/12/2018 12:24 754.3 2.23 0.0047 

7/12/2018 12:09 754.3 2.18 0.0055 

7/12/2018 11:54 735.1 2.19 0.0046 

7/12/2018 11:39 735.1 2.24 0.0052 

7/12/2018 11:24 735.1 2.11 0.0054 

7/12/2018 11:09 735.1 2.12 0.0046 

7/12/2018 10:54 734.2 2.15 0.0061 

7/12/2018 10:39 734.2 2.22 0.0054 
7/12/201810:24 734.2 2.23 0.0046 
7/12/2018 10:09 734.2 2.24 0.0044 

7/12/2018 9:54 702.7 2.08 0.0046 
7/12/2018 9:39 702.7 2.11 0.004 

7/12/2018 9:24 702.7 2.12 0.0038 

7/12/2018 9:09 702.7 2.43 0.0036 

DAS 00:20 ahead (i.e. 9:09 DAS Time = 8:49 EST) 



U.S. Department of Commerce 
National Oceanic & Atmospheric Administration 
NaUonal Environmental Satellite, Data, and lnform.,,,lion Service 
Current Location: Elev: 976 ft. Lat: 42.6650' N Lon: -83.4181" W 
S1atlon· PONTIAC OAKLAND co INTERNATIONAi. AIRPORT Ml us 94817 

Dale 1 AM 2AM 3AM 4AM 5AM 6AM 7 AM 8AM 
01 
02 
03 
04 
05 
06 
07 
06 
09 
10 
11 
12 
13 0.01 0.01 T 
14 
15 T 
16 
17 
18 
19 
20 
21 T T 0.03 
22 T T T 
23 
24 
25 
26 T 
27 
28 
29 
30 
31 

Time Period <Mlnulesl I 5 I 10 I 15 
PrecioltaUon tlnchesl I 0.22 I 0.41 I 0.52 

Ending Date nme I 2018-01-16 I 2018-07-16 I 2018-07-16 
lww-mm-<ld hh:mO 15:24 15:28 15:31 

9AM 

0.11 
T 

Local Climatological Data 
Hourly Preclpltation 

July 2018 
Generated on 08/15/2018 

For Hour rLsn Endlno al 
10AM 11 AM NOON 1 PM 2PM 

T 

0.01 0.01 
0.04 T 0.01 0.01 0,09 
0.02s 0.02 0.02 0.01 T 

T T 

3PM 4PM 
0.07 

0.02 T 

0.63 

T T 
T T 

T T 
T 

Maximum Short Duration Precioitation 
I 20 I 30 I 45 60 I 
I 0.69 I 0.63 I 0.63 I 0.63 I 

I 2018-07-16 I 2018-07-16 2018-07-16 2018-07-16 I 15:33 15:35 15:35 15:35 

5PM 6PM 

T 

0.06 0.09 

80 I 
0.63 I 

2010-01-15 I 
16:36 

National Centers for Environmental Information 
151 Patton Avenue 

Asheville, North Carolina 26601 

7PM 8PM 9PM 10PM 11 PM MID 
Dale 

01 
02 
03 
04 
05 
06 
07 
00 
09 
10 
11 
12 
13 
14 
16 

0,11 T 16 
17 
18 
19 

T 20 
21 

T 22 
23 
24 
25 
26 
27 
28 
29 
30 

0.30 0.01 T 0,01 0.06 0.30 31 

100 I 120 I 150 I 180 
0.63 I 0.63 I 0.63 I 0.63 

2018-07-16 I 20\~-,~1-1s I 20\t,it1s I 2018-07-16 
15:35 16:35 

E 



U.S. Depa~menl of Commerce 

National Oceanic & Atmospheric Administration 
National Environmental Satelllte, Data, and Information Service 

Current Location: Elev: 976 fl. Lal: 42.6650' N Lon:-63.4161' W 
Station· PONTIAC OAKLAND CO INTERNATIONAL AIRPORT Ml US 94817 

D Temperature (F) 
0ct~':: R?i• Sun (LST) • t 

• Max Min Avg Dep ARH ADP AWB Heal Cool Rise Set 

1 2 3 4 5 6 7 8 9 10 11 12 
01 03 71 82 10.4 0 17 0459 2015 

02 00 .. 70 6.3 0 13 0500 2016 

D3 90 65 n 5.1 0 12 0500 2015 

~ 92 71 82 10.0 0 17 0501 2015 

05 94• 75 .. 11,U 0 19 0502 2015 

08 76 60 69 •3.1 0 4 0502 2014 
07 79 52• 05 .7,2 0 0 0503 20U 

08 87 53 70 .2.a 0 5 0504 201~ 

09 IQ 60 76 2.7 0 10 0504 2013 

10 86 65 75 2.6 0 10 0505 2013 

11 84 M 71 .. 1.◄ 0 6 0506 2012 

12 84 56 70 •2.4 0 s 0507 2012 

13 91 65 76 6.6 0 13 0507 2011 

14 84 69 77 4.6 0 12 0500 2010 

15 92 70 81 8,6 0 16 0509 2010 

16 93 70 82 9,8 0 17 0510 2009 

17 00 62 71 -1 .◄ 0 6 0511 2006 

16 80 56 60 -3.4 0 4 0512 2008 

19 03 57 70 -2.4 0 5 0512 2007 

20 82 62 72 •0,◄ 0 7 0513 2006 

21 72 67 69 -'3,3 0 4 051◄ 2005 

22 71 82 67 -ii.3 0 2 0515 2004 

23 79 62 71 -1.3 0 6 0516 2004 

24 81 69 75 2.8 0 10 0617 2003 

2.5 es 66 76 3.8 0 11 0518 2002 

26 83 65 74 1.8 0 9 0519 ~001 

27 79 60 70 -2.1 0 s 0520 2000 

28 79 59 69 -3.1 0 4 0521 1959 

29 03 80 72 0.0 0 7 0522 1958 

30 90 60 70 -2.0 0 5 0523 1057 

31 80 61 71 -0,9 0 8 0524 1955 
83.$ 63.2 73.6 

Local Climatological Data 
Daily Summary • 

July 2018 
Generated on 06/1612018 

Weather 

Weather Type 

13 
TSRA 

FG 

HZ 
BRHZ 

FO 

RA 

RA 

TSRAFG8R 

RA 
RADZBR 

RA 
TS 

BR 
BR 

TS 

RA 

FG 
RADZFG 8R 

Monthlv Averanes I Totals 
1,7 1.0 1.4 Denarture from Normal 11981-20101 

DoQree Davs 

I Monthlv I Season-to-date Temoerature 
I Total I Deoarturo I Total I OeDarture Max I Min 

Heatinn I 0 I -6 I 0 I >:=so• I <=32• I <=J2• I 
Coollno I 265 I 36 I 511 I 6 I 0 I 0 I 

Date or 5-sec to 3-sec wind eauloment ehanae I Sea Level Pressure 
I I Dale 

NIA I Maximum I 30.41 I 07 
I Minimum I 29.73 I 20 

Station Au~msntatlon 

<=o• 
0 

I 
I 
I 

National Centers for Environmental Information 

151 Patton Avenue 
A!heville, North Carollna 28801 

Precipitation (in} Pressure Wind 
Maximum Wind Saeed~ MPH 

(lnHg) Direction= Oeareas 
Snow Snow Avg Avg Avg Peak Peak SusL SusL TLC 
Fall Death Sin SL Soeed Saeed Dir Saaed Dir 

14 15 16 17 18 19 20 21 22 23 
0.07 28.81 6.3 30 180 22 200 
0.00 28.SM 7,2 20 290 16 290 
0.00 29.13 6.8 18 100 H 080 

0.00 29.18 5.1 19s 180, 1◄ 180 
0,00 29.12 9.1 26 270 21 270 
0,00 29.24 11.3 26 350 21 020 
0.00 29.30 5.3 1S 110 14 1<0 

0.00 29.23 4.0 16 180 13 140 

o.oo 29,11 7.2 20 210 17 270 
0,00 28.02 7.6 23 020 18 330 

0.00 29.08 5.8 21 020 16 080 
0.00 29.15 3.9 20 160 16 150 
0.02 28.08 5.1 19 210 14 210 
0.02 29.00 4.3 16 270 13 270 

T 28.95 3.8 16 110 13 150 
D,7◄ 28,85 6.4 37 280 28 300 

0.00 28.G2 9.1 24 320 20 >20 

0.00 29.03 4.1 14 270 10 070 

0.00 20.99 6.5 19 200 14 120 

0.02 28.82 10.0 27, 1◄0J 21 1-40 
0.29 28.72 8.1 2◄ 160 17 170 
0.07 28.10 7.4 26 360 16 050 

0,00 28.84 2.2 12 1-40 • 130 

0.00 28.88 ◄.4 18 290 14 300 
0.00 28.89 5,5 18 290 14 310 

T 2a81 10.0 20 280 23 280 

T 2lUX) 6.9 23 300 20 800 

0,00 28.02 8.9 20 260 16 260 

0.00 29.04 3.5 15 2W 12 280 

T 29.03 4.1 2s 180 13 140 
0.83 20.97 5,9 20 070 14 070 
2.00, 29.00 30,0◄ 6.3 

-0.17• 
Number of days with ... 

I 
Precipitation 

I 
Snow 

I 
Weather I 

I >=0.01" I >=0.1" I >=1" I T-Storms I HeawFoa 
8 I 3 I I I 

Greatest. .. 
Time 24-Hr ... I 

Snow Depth 
0904 Precil> I Snowfall I 
1634 0.83 I I 

Date 
31-31 I I 

Name:N/A Lat N/A Lon: N/A Elevation: N/A Distance: NIA Elements: N/A Eouloment N/A 

f- -·! 

I ' \.._ 



U.S. Department of Commerce 
National Oceanic & Atmospheric Administration 
National Environmental Satelllte, Data, and lnfonnation Service 

Current Location: Elev: 976 fl Lat: 42.6650• N Lon: -63.4181• W 
SI tl PONTIAC OAKLAND CO INTERNATIONAL AIRPORT Ml US 94617 a on: 

D Sia· Weather Type (see documentation) a Time tion Con~~ons 
Vial-

t (LST) Type bllity 
AU!AW!MW • 

1 2 3 4 5 6 
10 0053 7 CLR:00 10.00 
10 0153 7 SCT:0495 10.00 
10 0263 7 CLR:00 10.00 
10 0353 7 BKN:07 65 10.00 

10 0453 7 
FEw.0255 10.00 FEw.02100 
FEW:0250 

10 0553 7 FEw.02100 10.00 
SCT:04250 
FEw.0255 

10 0553 7 SCT:04 90 10.00 
SCT:04 250 
BKN:07 65 

10 0753 7 BKN:07 95 10.00 
BKN:07260 
SCT:04 70 

10 0853 7 SCT:0495 10.00 
BKN:07260 
FEW:0260 

10 0853 7 FEW:02100 10.00 
SCT:04140 
FEW:0236 

10 1053 7 FEW:0280 10.00 
SCT:04 260 

10 1153 7 BKN:0747 10.00 BKN:07 65 

10 1253 7 FEW:0247 10.00 BKN:07250 
FEW:02 50 

10 1353 7 FEw.02 90 10.00 
BKN:07250 
FEW:0250 

·10.00 10 1463 7 FEW:02 90 
SCT:04 250 

10 1553 7 SCT:04 250 10.00 

10 1653 7 FEW:02140 10.00 SCT:04250 

10 1753 7 FEW:02140 10.00 SCT:04 250 

10 1653 7 
FEW:02140 10.00 BKN:07250 

10 1953 7 FEW:02140 10.00 BKN:07250 

10 2053 7 SCT:04140 10.00 OVC:08260 

10 2153 7 SCT:04140 10.00 OVC:00260 

10 2253 7 SCT:04140 10,00 BKN:07 250 
10 2353 7 CLR:00 10.00 

Local Climatological Data 
Hourly Observations 

July 2018 
Generated on 08/1.6/2018 

D1f'e!~lb Wet Bulb Dew Point 
Temo Temo 

{F) (C) (F) (C) (F) (C) 

7 8 9 10 11 12 
71 21.7 63 17.3 56 14.4 
71 21.7 63 17.0 57 13.9 
71 21.7 63 17.3 56 14.4 
72 22.2 65 18.1 60 15.6 

71 21.7 64 17.9 60 15.8 

72 22.2 65 18.4 61 16.1 

74 23.3 66 18.8 61 16.1 

74 23.3 66 10.8 81 16.1 

77 25.0 64 17.9 66 13.3 

61 27.2 63 17.1 50 10.0 

83 26.3 63 17.5 60 10.0 

84 28.9 64 17.7 50 10.0 

65 29.4 66 16.1 61 10.6 

86 30.0 65 16.8 53 11.7 

86 30,0 65 16.3 51 10,6 

66 30.0 64 17.8 49 9.4 

83 28.3 63 17.5 50 10.0 

82 27.8 63 17,3 60 10,0 

80 25.7 63 17.2 51 10,6 

76 24.4 82 16.6 52 11.1 

72 22.2 60 15.6 51 10.6 

70 21.1 59 15,1 51 10.6 

66 20.0 66 14.7 61 10.6 

65 16.3 57 14.0 51 10,6 

Rel Wind Wind Wind Station 
Hum Speed Dir Gusts Press Press. 

% (MPH) (Deg) (MPH) (lnHg) Tend 

13 14 15 16 17 18 
63 3 250 29.02 6 
61 6 240 29.01 
63 6 240 29.00 
66 3 300 29.00 5 

68 5 290 29.00 

68 6 300 29.01 

64 8 340 29.02 3 

64 8 050 29.03 

48 7 070 29.02 

34 8 040 29.02 6 

32 10 020 29.02 

31 5 020 29.03 

31 14 330 29,03 0 

32 9 VRB 21 29.01 

30 15 350 22 29.00 

26 11 350 22 29.00 6 

32 13 360 21 29.00 

33 10 360 29.01 

37 10 360 29.00 0 

43 7 060 29.01 

48 6 080 29.02 

51 3 050 29,04 3 

55 3 050 29,04 

61 3 040 29.04 

National Centers tor Environmental Information 
151 Patton Avenue 

Asheville. North Carolina 28801 

Ne13· Sea 
p;~f~r 

Alli-
Hr Level Report meter 

~~.~~· Press. Type (In) Settfna 
I/fnHa\ linHal 

19 20 21 22 23 
+0.02 30.04 FM-15 0.00 30.07 

30.03 FM-15 0.00 30.0S 
30.02 FM-16 o.oo 30.06 

+0.01 30.03 FM-15 0.00 30.05 

30,03 FM-15 0.00 30.05 

30.03 FM-15 0.00 30.06 

-0,02 30.04 FM-16 0.00 30.07 

30.05 FM-15 0,00 30.08 

30.05 FM-15 0.00 30.07 

+0.00 30.05 FM-15 0.00 30.07 

30.05 FM-15 0.00 30.07 

30.06 FM-15 0.00 30.08 

-0,01 30.06 FM-15 0.00 30,06 

30.03 FM-15 0.00 30.06 

30.02 FM-15 0.00 30.05 

+o,03 30.02 FM-15 0.00 30.05 

30.03 FM-15 0.00 30.05 

30.03 FM-15 0.00 30.06 

--0.01 30,03 FM-15 0,00 30.05 

30.04 FM-15 0.00 30.06 

30,05 FM-15 0.00 30.07 

-0.04 30.07 FM-15 0.00 30.09 

30,07 FM-16 0.00 30,09 

30.07 FM-15 0.00 30,09 

E 

( 
......... .-



U.S. Department of Commerce 
National Oceanic & Almospherfc Administration 
NatlonaJ Environmental Satellite, Data, and lnfotmaUon SeMce 
Current Location: Elev: 976 N. Lat: 42.6650" N Lon:-63.4161" W 
St lion· PONTIAC OAKLAND co INTERNATIONAL AIRPORT Ml us 94817 a 

D Sta- Weather Type (see documentation) • Time 
Con~~ons 

Vlsl-
t (LST) • lion blllty 
e Type AUIAWIMW 

1 2 3 4 5 6 
12 0053 7 CLR:00 10.00 
12 0163 7 CLR;00 10,00 
12 0253 7 CLR:00 10.00 
12 0353 7 CLR:00 10.00 
12 0453 7 FEw.02 250 10.00 
12 0553 7 BKN:07250 10.00 
12 0653 7 BKN:07 250 10.00 
12 0753 7 SCT:O<l 250 10.00 
12 0653 7 SCT:04250 10.00 
12 0953 7 SCT:04250 10.00 

12 1053 7 
FEW:02 60 10,00 BKN:07 250 

12 1153 7 FEW.0260 10.00 BKN:07250 

12 1253 7 FEW.02 60 10.00 BKN:07250 

12 1353 7 FEW:02 150 10.00 BKN:07250 

12 1453 7 
FEw.02150 10.00 OVC:08250 

12 1553 7 OVC:08250 10.00 

12 1653 7 
FEW.02130 10.00 OVC:08220 

12 1753 7 SCT:04130 10.00 OVC:08220 

12 1853 7 BKN:07130 10.00 OVC:08200 
12 1853 7 BKN:07120 10.00 
12 2063 7 OVC:08 110 10,00 
12 2153 7 OVC:08100 10.00 

12 2253 7 BKN:07100 10.00 OVC:08200 
12 2353 7 CLR:00 10.00 

Local Cl imatological Data 
Hourly Observations 

July 2018 
Generated on 08/15/2018 

Dry Bulb Wet Bulb Dew Point 
Temo Temo Temo 

(F) (C) (F) (C) (F) (C) 

7 8 9 10 11 12 
60 16.6 55 12.8 51 10.6 
69 15.0 55 12.9 52 11.1 
59 15.0 56 13.4 54 12.2 
57 13.9 54 12.4 52 11.1 
57 13.9 55 12.7 53 11.7 
80 15.6 57 13.7 54 12.2 
66 16,9 60 16.6 66 13.3 
69 20.6 62 16.6 57 13.9 
73 22.8 63 17.4 57 13.8 
77 25.0 64 17.9 56 13.3 

80 26.7 64 17.7 53 11.7 

80 26.7 63 17.4 52 11.1 

82 27.8 65 16,3 54 12.2 

81 27.2 65 16.1 64 12.2 

84 28.9 66 18.7 54 12.2 

82 27.8 65 18,6 55 12.8 

02 27.0 65 18.6 55 12.8 

80 26.7 85 18.5 56 13,3 

79 26.1 63 17.2 52 11.1 

78 25,6 61 16.3 49 9.4 
77 26.0 61 16.3 50 10,0 
75 23.8 61 16.2 51 10.6 

73 22.6 61 16.0 52 11.1 

71 21.7 81 15.9 53 11.7 

Rel Wind Wind Wind Slatlon Press. Hum Speed Dir Gusts Press Tend .,,. (MPH) (Deg) (MPH) {inHg) 

13 14 15 16 17 18 
72 0 000 29.15 0 
78 0 000 29.1 4 
83 0 000 29,15 
83 0 000 29.15 5 
87 0 000 29.14 
80 0 000 29.15 
70 0 000 29.16 3 
86 8 120 29.18 
57 0 000 29.16 
48 5 210 29.16 1 

39 6 210 29,21 

38 3 VRB 29.18 

38 5 VRB 29.15 8 

39 9 140 29.15 

36 6 VRB 29.15 

40 5 VRB 29.14 6 

40 7 160 29.12 

44 9 140 29,11 

39 6 160 29.13 5 

36 8 140 29.12 
39 9 130 29.12 
43 5 150 29.12 5 

48 5 160 29.13 

53 6 170 29.13 

National Centers for Environmental Information 
151 Patton Avenue 

Asheville, North Carolina 28801 

Ne\3- Sea Precip Altl-
Hr Level Report meter 

Chango Press. Typo Total 
~l

8
n~~f (fnHol (lnHal (In) 

19 20 21 22 23 
-0.02 30.18 FM-15 0.00 30.20 

30.16 FM-15 0.00 30.19 
30.18 FM-15 0.00 30.20 

+0.00 30.18 FM-15 0.00 30.20 
30.18 FM-15 0,00 30,19 
30.19 FM-15 0,00 30.20 

-0,02 30.20 FM-15 0.00 30.22 
30.21 FM-15 0,00 30.23 
30.22 FM-15 0.00 30.23 

-0.01 30.22 FM-15 0,00 30.23 

30,24 FM-15 0.00 30.26 

30.22 FM-15 0.00 30.23 

+0.02 30.20 FM-15 0,00 30.21 

30.18 FM-15 0,00 30,20 

30.18 FM-15 0.00 30.20 

+0.02 30,18 FM-15 0,00 30.19 

30,16 FM-15 0.00 30.17 

30.14 FM-15 0.00 30.16 

-t-0.01 30,16 FM-15 0.00 30.16 

30.15 FM-15 0,00 30.17 
30.14 FM-15 0.00 30.17 

+0.01 30.15 FM-15 0,00 30.17 

30.18 FM-15 0.00 30,18 

30.16 FM-15 0.00 30.18 


