
DEPARTMENT OF ENVIRONMENTAL QUALITY 

AIR QUALITY DIVISION 

FCE Summary Report 

Facility : GM Technical Center SRN: 84049 

Location : 31295 Charles Kettering Road, MC 480-101-240 District: Southeast 
Facilities Operations Building Michigan 

County: MACOMB 

City: WARREN State: Ml Zip Code: 48090 Compliance Compliance 
Status : 

Source Class : MAJOR Staff: lranna Konanahalli 

FCE Begin Date : 7/21/2017 FCE Completion 9/12/2018 
Date: 

Comments: GM Tech Center is compliance with its permits and regulations. 

List of Partial Compliance Evaluations : 

Activity Date Activity Type Compliance Status Comments 

07/27/2018 Scheduled Inspection Compliance FY2018 ROP CMS scheduled 
inspection of General Motors, LLC 

05/04/2018 ROP Qrtly Cert Compliance NOx PEMS Quarterly Report -
2018 First Quarter 
EUNewBoiler1, EUNewBoiler2, 
and EUNewBoiler3 
GM Technical Center 84049 
EE = 0% time. PEMS downtime = 
NIL 

04/30/2018 ROP Annual Cert Compliance 

03/28/2018 Meeting Notes Compliance ROP Renewal Pre-application 
Meeting (MI-ROP-B4049-2014a) 

11/28/2017 MACT (Part 63) Compliance Notification of Startup - 63 CFR 
Subpart DDDDD - NESHAP for 
Industrial, Commercial and 
Institutional Boilers and Process 
Heaters - Building 107 - Boiler 1. 
Notification of Startup 60 CFR 
Subpart Db - NSPS for Industrial, 
Commercial and Institutional 
Steam Generating Units. 1 -
Natural Gas-fired Steam Boiler 
Rated at 108 MM BTU/hr Rating 
under PTI No. 102-16. 

11/13/2017 MACT (Part 63) Compliance Notification of Startup - 63 CFR 
Subpart DDDDD - NESHAP for 
Industrial, Commercial and 
Institutional Boilers and Process 
Heaters - Building 203. 2 -
Natural gas fired boilers 2.36 
MMBTU/hr. rated. 
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Activity Date Activity Type Compliance Status Comments 

11/13/2017 MACT (Part 63) Compliance Notification of Startup - 63 CFR 
Subpart DODOO - NESHAP for 
Industrial, Commercial and 
Institutional Boilers and Process 
Heaters - Building 107 - Boiler 2. 
Notification of Startup 60 CFR 
Subpart Db - NSPS for Industrial, 
Commercial and Institutional 
Steam Generating Units. 3 -
Natural gas fired boilers, 108 
MMBTU/hr. rating under PTI No. 
102-16 

11/13/2017 MACT (Part 63) Compliance Notification of Startup - 63 CFR 
Subpart DODOO - NESHAP for 
Industrial, Commercial and 
Institutional Boilers and Process 
Heaters - Building 107 - Boiler 3. 
1 - Natural gas fired boilers, 108 
MMBTU/hr. rating. 

11/13/2017 NSPS (Part 60) Compliance Building 107 - Boiler 2. 
Notification of Startup 60 CFR 
Subpart Db - NSPS for Industrial, 
Commercial and Institutional 
Steam Generating Units. 3 -
Natural gas fired boilers, 108 
MMBTU/hr. rating under PTI No. 
102-16 

10/11/2017 ROP Semi 1 Cert Compliance Semi01-17 submitted timely. 
Deviation reported due to late 
submittal of Boiler MACT 
Compliance Report. 

10/11/2017 MACT (Part 63) Compliance Submission of Notification of 
Intent to Construct 2 natural gas-
fired (2.4 MM BTU/hr each) 
boilers. 

07/27/2017 MACT (Part 63) Compliance Initial Notification - 63 CFR 
Subpart ZZZZ - NESHAP for 
Stationary Reciprocating Internal 
Combustion Engines. 
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